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Pipeline and Hazardous Materials Safety Administration, DOT § 193.2513 

§ 193.2511 Personnel safety. 
(a) Each operator shall provide any 

special protective clothing and equip-
ment necessary for the safety of per-
sonnel while they are performing emer-
gency response duties. 

(b) All personnel who are normally 
on duty at a fixed location, such as a 
building or yard, where they could be 
harmed by thermal radiation from a 
burning pool of impounded liquid, must 
be provided a means of protection at 
that location from the harmful effects 
of thermal radiation or a means of es-
cape. 

(c) Each LNG plant must be equipped 
with suitable first-aid material, the lo-
cation of which is clearly marked and 
readily available to personnel. 

§ 193.2513 Transfer procedures. 
(a) Each transfer of LNG or other 

hazardous fluid must be conducted in 
accordance with one or more manuals 
of written procedures to provide for 
safe transfers. 

(b) The transfer procedures must in-
clude provisions for personnel to: 

(1) Before transfer, verify that the 
transfer system is ready for use, with 
connections and controls in proper po-
sitions, including if the system could 
contain a combustible mixture, 
verifying that it has been adequately 
purged in accordance with a procedure 
which meets the requirements of AGA 
‘‘Purging Principles and Practice.’’ 

(2) Before transfer, verify that each 
receiving container or tank vehicle 
does not contain any substance that 
would be incompatible with the incom-
ing fluid and that there is sufficient ca-
pacity available to receive the amount 
of fluid to be transferred; 

(3) Before transfer, verify the max-
imum filling volume of each receiving 
container or tank vehicle to ensure 
that expansion of the incoming fluid 
due to warming will not result in over-
filling or overpressure; 

(4) When making bulk transfer of 
LNG into a partially filled (excluding 
cooldown heel) container, determine 
any differences in temperature or spe-
cific gravity between the LNG being 
transferred and the LNG already in the 
container and, if necessary, provide a 
means to prevent rollover due to strat-
ification. 

(5) Verify that the transfer oper-
ations are proceeding within design 
conditions and that overpressure or 
overfilling does not occur by moni-
toring applicable flow rates, liquid lev-
els, and vapor returns. 

(6) Manually terminate the flow be-
fore overfilling or overpressure occurs; 
and 

(7) Deactivate cargo transfer systems 
in a safe manner by depressurizing, 
venting, and disconnecting lines and 
conducting any other appropriate oper-
ations. 

(c) In addition to the requirements of 
paragraph (b) of this section, the proce-
dures for cargo transfer must be lo-
cated at the transfer area and include 
provisions for personnel to: 

(1) Be in constant attendance during 
all cargo transfer operations; 

(2) Prohibit the backing of tank 
trucks in the transfer area, except 
when a person is positioned at the rear 
of the truck giving instructions to the 
driver; 

(3) Before transfer, verify that: 
(i) Each tank car or tank truck com-

plies with applicable regulations gov-
erning its use; 

(ii) All transfer hoses have been vis-
ually inspected for damage and defects; 

(iii) Each tank truck is properly im-
mobilized with chock wheels, and elec-
trically grounded; and 

(iv) Each tank truck engine is shut 
off unless it is required for transfer op-
erations; 

(4) Prevent a tank truck engine that 
is off during transfer operations from 
being restarted until the transfer lines 
have been disconnected and any re-
leased vapors have dissipated; 

(5) Prevent loading LNG into a tank 
car or tank truck that is not in exclu-
sive LNG service or that does not con-
tain a positive pressure if it is in exclu-
sive LNG service, until after the oxy-
gen content in the tank is tested and if 
it exceeds 2 percent by volume, purged 
in accordance with a procedure that 
meets the requirements of AGA 
‘‘Purging Principles and Practice;’’ 

(6) Verify that all transfer lines have 
been disconnected and equipment 
cleared before the tank car or tank 
truck is moved from the transfer posi-
tion; and 
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(7) Verify that transfers into a pipe-
line system will not exceed the pres-
sure or temperature limits of the sys-
tem. 

§ 193.2515 Investigations of failures. 

(a) Each operator shall investigate 
the cause of each explosion, fire, or 
LNG spill or leak which results in: 

(1) Death or injury requiring hos-
pitalization; or 

(2) Property damage exceeding 
$10,000. 

(b) As a result of the investigation, 
appropriate action must be taken to 
minimize recurrence of the incident. 

(c) If the Administrator or relevant 
state agency under the pipeline safety 
laws (49 U.S.C. 60101 et seq.) inves-
tigates an incident, the operator in-
volved shall make available all rel-
evant information and provide reason-
able assistance in conducting the in-
vestigation. Unless necessary to re-
store or maintain service, or for safety, 
no component involved in the incident 
may be moved from its location or oth-
erwise altered until the investigation 
is complete or the investigating agency 
otherwise provides. Where components 
must be moved for operational or safe-
ty reasons, they must not be removed 
from the plant site and must be main-
tained intact to the extent practicable 
until the investigation is complete or 
the investigating agency otherwise 
provides. 

[Amdt. 193–2, 45 FR 70405, Oct. 23, 1980, as 
amended by Amdt. 193–10, 61 FR 18517, Apr. 
26, 1996] 

§ 193.2517 Purging. 
When necessary for safety, compo-

nents that could accumulate signifi-
cant amounts of combustible mixtures 
must be purged in accordance with a 
procedure which meets the provisions 
of the AGA ‘‘Purging Principles and 
Practice’’ after being taken out of serv-
ice and before being returned to serv-
ice. 

§ 193.2519 Communication systems. 
(a) Each LNG plant must have a pri-

mary communication system that pro-
vides for verbal communications be-
tween all operating personnel at their 
work stations in the LNG plant. 

(b) Each LNG plant in excess of 70,000 
gallons (265,000 liters) storage capacity 
must have an emergency communica-
tion system that provides for verbal 
communications between all persons 
and locations necessary for the orderly 
shutdown of operating equipment and 
the operation of safety equipment in 
time of emergency. The emergency 
communication system must be inde-
pendent of and physically separated 
from the primary communication sys-
tem and the security communication 
system under § 193.2909. 

(c) Each communication system re-
quired by this part must have an auxil-
iary source of power, except sound- 
powered equipment. 

[45 FR 9203, Feb. 11, 1980, as amended by 
Amdt. 193–16, 63 FR 37505, July 13, 1998] 

§ 193.2521 Operating records. 

Each operator shall maintain a 
record of results of each inspection, 
test and investigation required by this 
subpart. For each LNG facility that is 
designed and constructed after March 
31, 2000 the operator shall also main-
tain related inspection, testing, and in-
vestigation records that NFPA 59A (in-
corporated by reference, see § 193.2013) 
requires. Such records, whether re-
quired by this part or NFPA 59A, must 
be kept for a period of not less than 
five years. 

[Amdt. 193–17, 65 FR 10960, Mar. 1, 2000, as 
amended by Amdt. 193–18, 69 FR 11337, Mar. 
10, 2004] 

Subpart G—Maintenance 

SOURCE: Amdt. 193–2, 45 FR 70407, Oct. 23, 
1980, unless otherwise noted. 

§ 193.2601 Scope. 

This subpart prescribes requirements 
for maintaining components at LNG 
plants. 

§ 193.2603 General. 

(a) Each component in service, in-
cluding its support system, must be 
maintained in a condition that is com-
patible with its operational or safety 
purpose by repair, replacement, or 
other means. 
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